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TYPE - A

INSTALLATION OF SPRINKLER ALARM Model GA MOUNTING TYPE - A
The Sprinkler Alarm with mounting Type-A is supplied pre-assembled. Connect the Alarm port of the Alarm valve or Deluge valve to the inlet of
the sprinkler alarm assembly with 20NB pipe with proper support. A 20NB strainer is to be provided as close as possible to the Sprinkler Alarm
assembly. Connect the 25NB drain pipe to the housing, taking due care that the drain discharge is running to a safe location and keep the drain
free from obstruction. A blocked drain discharge may create back pressure and prevent the Sprinkler Alarm from operating properly.
The 20NB inlet and 25NB drain pipe should be properly supported with the help of the bracket so that in turn proper support is available for the
Sprinkler Alarm. The inlet and the drain pipe is to be preferably connected with an union for easy removal and re-fixing of the Sprinkler Alarm dur-
ing maintenance.  The Sprinkler Alarm must be installed in accordance with the requirement of NFPA, TAC or to the requirement of the local author-
ity having jurisdiction.




